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Pressure Relief Valve
Balance Valve

Pump
Mixing Valve

Ball Valve
Check Valve

Expansion Vessel
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Diffuser Tee

NOTES:

1) NOT FOR CONSTRUCTION.

2) RECIRCULATION LOOP BY OTHERS.

3) COLD WATER EXPANSION TANK MUST BE
LOCATED AFTER CHECK VALVE.

4) LOCATE DIFFUSER TEE IN LAST STORAGE TANK.
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