
Blauvelt, NY
Fort Worth, TX

BMS Warning Contact
(optional)

BMS Alarm Contact
(optional)

BTL Potable Return

BT3 Potable Supply

CAT5e / CAT6 as per BMS (BACNet IP)

24 AWG min
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NOTES:
1) NOT FOR CONSTRUCTION.
2) CONNECTOR PROVIDED AT BOTTOM OF ELECTRICAL ENCLOSURE.

Secondary
Electrical Box

(HX Module MKII)
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Use the Ethernet port on the top of the controller for:
- MODBUS TCP
- BACNet IP

A cable is supplied with the unit to the external connection.

18 AWG Twisted and Shielded Wire (150' max),
16 AWG (150' - 270') or 15 AWG 270‘ to 360’)
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BT2 Tank 1 Upper

BT1 Tank 1 Lower

Primary Electrical Box
(HX Module MKII)
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Run Additional Set of Wires
For Future Expansion

Use RS485 port for:
- MODBUS RTU
- BACNet MSTP

(SEE NOTE #2)
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